GENERAL NOTES:

1. Meter boxes shall be placed such that space between boxes is a minimum of 4 inches.

2. Where practical, a concrete slab shall be poured around and between meter boxes.

3. Refer to STD-516-L for multiple water service connections to the main.

4. Concrete meter box shall be from the following:
   - For 1" meters: Eisele #437
   - For 2" meters: Eisele #655½

5. Meter boxes subject to traffic loading shall have cast iron covers.